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Posted: 11/14/2013 3:17:56 PMQuestion: 5350: Plan sheet B1-10 indicates that the bottom of the minimum 
reinforcement zone in pipe piles is to be 5 ft. below 100-yr. scour 
elevation.  Sheet B1-9 indicates that the 100-year scour elevation in 
both abutments is not applicable (N/A).  Please clarify the depth of 
reinforcement zone (if any) in the End Bent 1 and End Bent 5 piles.

Status:The bottom of the minimum reinforcement zone in pipe piles is to be 5 
ft. below 100-yr. scour elevation. You can use the 100 yr scour 
elevation of the nearest interior bent. 

Answer:

Posted:

ANSWER PUBLISHED

11/21/2013 8:36:07 AM

District Address:

District Phone:

District 3 Construction Office, located at 1074 Highway 90 East, Chipley, FL 
32428

(850) 415-9713


